OWERHEAD SERWICE
COMDUCTOR PROWIDED
AND INSTALLED BY
ELECTRIC DEPT.

IF REGUIRED BY ELECTRIC DEPARTMENT,
MAST GLUYING TO BE PROVIDED AMD
INSTALLED BY CUSTOMER

CUSTOMER TO HANE & MIMIMUR OF
3 OF SERWICE COMDUCTOR QUT OF
WEATHERHEAD FOR SERWICE
COMMECTION BY ELECTRIC
DEPARTHEMT

C.T.'5 PROVIDED BY ELECTRIC DEPT. AMD INSTALLED
By CUSTOMER WEATHERPROOF C.T. CABIMNET

/
BN

DEADEMD CLAMP PRCOVIDED BY ELECTRIC DEPT.
AST WEATHERHEAD AMD SERVICE WIRE
PROVIDED AMD INSTALLED BY CUSTOMER

1 14" COMDUIT PROWIDED AMD

PROWIDED ANMD INSTALLED BY CUSTOMER
CT CABIMET MUST BE GROUMDED T LOAD CENTER EQILIPMENT

GROUMD, COMNSULT ELECTRIC DEPT. FORWARE SIZE.

METER SOCKET f CABINET PROWIDED BY THE
ELECTRIC DEPT. AMD INSTALLED BY CUSTOMER.

= | MSTALLED BY CUSTOMER

/ APPROE. 5

METER LOCATION MUST BE OBTAIMED FROM
ELECTRIC DEPT. PRIOR T START OF WORK FOR
ALL ME™ SERMWICES ANMD SERWICE UPGRADES.

FINAL GRADE

TYPICAL COMMERCIAL OVERHEAD SERVICE INSTALLATION,
SINGLE METER SOCKET, SINGLE PHASE- OVER 400 AMP,
THREE PHASE- OVER 400 AMF




